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FIRE ALARM SYSTEM IS DESIGN/BUILD.

F.A. WIRING IN CNMS WING SHALL BE INSTALLED IN SEPARATE DEDICATED CONDUIT SYSTEM
STRAPPED TO BOTTOM OF SAME COMM CABLE TRAYS SHOWN ON DWG E8.21.40.

IN CLO BLDG USE SEPARATE DEDICATED CONDUIT TO RUN TO (E) TEL ROOMS.
MAKE (N) CONNECTIONS TO (E) F.0. PATCH PANEL IN CLO BLDG.

MANUAL BREAK—GLASS SWITCH TO SHUT DOWN CLEAN ROOM SMOKE FANS.

FA DESIGN/BUILD CONTRACTOR SHALL MAKE PROVISIONS FOR A FUTURE CAS
DETECTION AND ALARM SYSTEM WITH GAS DETECTION POINTS LISTED IN GAS
DETECTION MATRIX, THIS SHEET.
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POINT NO DESIGNATION VENDOR MODEL DESCRIPTION LOCATION REMARKS
1 DRO1 UNAXIS SLR 770 DEEP SiRIE (BOSCH) ETCH DRY ETCH BAY
2 DRO2 UNAXIS SLR 770 RIE, CHLORINE BASED DRY ETCH BAY
3 DRO3 TRION ORACLE PECVD DEP DRY ETCH BAY
4 DRO4 STS DEEP SiRIE BOSCH ETCH DRY ETCH BAY
5 VMO1 SHARON VACUUM ELEC GUN EVAP PVD PVD/CVD BAY
6 VPO1 TRION ORACLE PECVD DEP PVD/CVD BAY < ’
7 VP02 AJA : - SPUTTER SYSTEM PVD/CVD BAY CNMS CLO
8 VCO1 VEECO 1201RF ION MILL PVD/CVD BAY
9 FCO1 TYTAN TYSTAR LPCVD- 4 TUBE LPCVD- 4 TUBE LPCVD BAY
10 FCO2 TYTAN TYSTAR OXIDE OXIDE - 4 TUBE LPCVD BAY
1 GCO1 GAS CABINET CORRIDOR B1-7-21 AsH3/PH3
12 GC02 GAS CABINET CORRIDOR B1—-7-21 B2H6
13 GCO3 GAS CABINET CORRIDOR B1-7-21 SiH4
14 GC04 GAS CABINET CORRIDOR B1-7-21 SiCL4
15 GCO5 GAS CABINET CORRIDOR B1-7-21 SiH2CL2
16 GCO6 GAS CABINET CORRIDOR B1-7-21 NH3
17 GCO7 GAS CABINET CORRIDOR B1-7-21 NF3
18 GCO8 GAS CABINET CORRIDOR B1-7-21 BC13
19 GCOo9 GAS CABINET CORRIDOR B1-7-21 CH4
20 GC10 GAS CABINET CORRIDOR B1-7-21 N20
21 GC11 GAS CABINET CORRIDOR B1-7-21 €12
22 - VENTED GAS CABINET ROOM B1-7-4 TOXIC GASES
23 - VENTED GAS CABINET ROOM B1-7-5 FLAMMABLE GASES
24 - CHEMICALS STORAGE ROOM B1-7-7
25 - WASTE STORAGE ROOM B1-7-9
26 ROOM B1-7-4
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